Abstract-Grid synchronization based on virtual flux (VF) estimation allows for control of grid-connected power converter without depending on ac-voltage measurements. This is useful in voltage-sensor-less applications for reducing cost and complexity of the control hardware, and can be utilized in case of limited reliability or availability of voltage measurements at the intended point of synchronization to the grid. However, for voltage source converters (VSC) with LCL filters, the influence of the capacitor current must be taken into account to ensure accurate VF estimation at the point of common coupling (PCC) with the grid. This paper presents a comparative evaluation of three VF-based methods for grid synchronization of VSCs with LCL filters, with three different ways of obtaining the capacitor current. The VF estimation in the first method is based only on the measured converter currents. The second method includes capacitor voltage measurements used for estimating the capacitor currents, while the capacitor currents are measured in the third approach. Comparative results from time-domain simulations are presented, demonstrating good performance of the estimation and accurate control of the active and reactive power at the PCC with all three methods, as long as sufficiently accurate filter parameters and current measurements are available. However, the approach based on capacitor current measurements is sensitive to noise due to the high ripple current compared with the fundamental frequency current in the capacitors. The operation of a converter 
with VF-based grid synchronization including estimation of the capacitor current is demonstrated by experimental results, verifying the voltage sensor-less operation with LCL filter.
Index Terms-LCL filter, proportional resonant (PR) current controller, virtual flux (VF) estimation, voltage source converter (VSC).

I. INTRODUCTION
P
OWER electronic converter technology enables flexible interconnection between renewable energy generation systems and the electrical network. Therefore, power converters and their control systems play an important role in the grid integration of renewable energy systems (RES) such as wind turbines and photovoltaic installations [1] . In most of the RESbased generation systems, two-level voltage source converters (VSCs) in the low-voltage range are used as the power conversion stage, due to good tradeoffs between cost performance and controllability [2] - [4] . However, VSC topologies are also suitable for medium voltage applications, and are becoming widely used in high-voltage dc (VSC-HVdc) applications [5] - [7] .
In grid-connected applications of VSCs, control of the active and reactive power exchanged with the network is high importance. Thus, accurate synchronization to the voltage at the point where the power flow should be controlled is crucial. Indeed, several methods for grid synchronization based on voltage measurements have been proposed [8] - [12] . Voltage sensorless control is an alternative approach for grid synchronization, based on the estimation of the grid voltage conditions without depending on ac-voltage sensors [13] - [17] . By applying virtual flux (VF) estimation, it is possible to achieve a simple approach for grid synchronization and control of power converters, based only on the measured converter currents and the dc voltage of the converter. This feature can be utilized to reduce the number of sensors, but it also makes it possible to estimate the voltage at remote points that are not easily available for measurements [18] - [19] . However, implementation of a control system based on VF estimation depends on access to accurate parameters for the filter interfacing the converter to the ac grid.
Grid synchronization based on VF estimation can be combined with different types of control strategies, including direct power control (DPC) [20] - [22] or voltage-oriented control (VOC) [23] . Indeed, early studies of VF estimation were based on DPC (VF-DPC), where it was demonstrated that similar performance could be achieved as for original DPC method [24] , [25] . In [26] , the operation of VF-based control, considering a VF-oriented control and a VF-DPC implementation, have been compared with the voltage-based control (VOC and V-DPC). An improved VF-based synchronization strategy including estimation of the filter inductance and combined with a predictive DPC control algorithm (VF-P-DPC) was presented in [27] . However, these studies considered mainly synchronization of VSCs to balanced grids, under the assumption of connection to the grid by L or LC filters. In [28] , a method for sensor-less operation based on a positive and negative sequence (PNS) VF model was presented, where the VF estimation was obtained by using two cascaded low-pass (LP) filters. The cut-off frequency of the LP filters was identical to the frequency of the grid, in order to obtain a 90°phase shift for fundamental frequency components, which was utilized in the VF estimation. The same filtering approach was also used for the in-quadrature signal generation needed for PNS separation. Since LP filters were used, a drift compensation technique was included in the practical implementation, in order to achieve an offset-free VF estimation and to avoid degradation of estimation accuracy during grid frequency variations. However, the work presented in [28] was based on cascaded VF estimation and PNS separation, resulting in a relatively slow transient response. Thus, the works presented in [29] - [31] attempted to improve the dynamic performance by utilizing a set of dual second-order generalized integrators for VF-estimation (DSOGI-VF) with inherent sequence separation. The DSOGI-VF estimation also allows for inherent frequency adaptive operation.
The mentioned examples of VF-based grid synchronization have considered mainly power converters connected to the grid through L or LC filters. However, in the case of LCL filters, it can be necessary to control the power flow on the grid side of the second filter inductor. Thus, for VF-based synchronization to the grid side of an LCL filter, it is necessary to consider the influence of the currents in the filter capacitors. Only a few studies have previously considered VF-based voltage-sensorless grid synchronization with LCL filters [3] , [32] - [35] . The DSOGI-VF estimation described in [36] is an extended version of the work presented in [29] - [31] taking into account the VSC connected to the grid through the LCL filter and proportional resonant (PR) current controller is used as an inner control of the VSC. However, as discussed in [3] and [19] VF estimation can also be useful if capacitor voltage measurements are available.
In this paper, three options for VF-based synchronization to the point of common coupling (PCC) is studied for converters with LCL filters, and PNS separation is taken into account as part of the VF estimation. Estimation of the grid-side current is also included in the VF-based synchronization strategy, in order to obtain an accurate voltage or flux across the grid-side inductor. This kind of estimation strategy has not been studied in detail in the existing literature, and it is the main contribution of this work. Thus, three different approaches for VF estimation at the PCC will be presented and compared. Indeed, the objective of the synchronization strategy is to ensure accurate control of the active and reactive power injected to the PCC. Since the VFestimation is implemented in the stationary reference frame, PR current controllers will be used as the inner loop control of the VSC. For extending the work from [37] , further simulations of the studied VF estimation methods and experimental verification of VF-based voltage sensor-less operation of a three-phase VSC will be presented in this paper. As it will be shown in both simulation and experiments, the VF estimation is reliable in estimating the conditions of the grid-side voltage conditions, and can provide the basis for control of the active and reactive power injection without voltage sensors at the PCC and/or currents sensors in the grid-side inductance of the LCL filter.
The paper continues with an overview of the proposed VF estimation for VSCs with LCL filter, including a brief introduction of the PR current controller used in the inner control loop of the VSC as well as the current reference generation. Then, the three investigated methods for VF estimation with LCL filters are presented in Section III. Furthermore, the simulation cases are presented and the obtained results are compared and discussed in Section IV, before experimental verification of voltage-sensor-less VF-based control is presented in section V.
II. SYSTEM CONFIGURATION AND VF-BASED CONTROL FOR VSC WITH LCL FILTER
The study case that will be considered in this paper is shown in Fig. 1 , including a VSC connected to the grid through an LCL filter. In this configuration, VF estimation is utilized for synchronizing the converter control system to the voltage conditions at the PCC. Thus, the resistive and inductive voltage or flux across the second inductor L 2 and the equivalent impedance Z T of the transformer must be taken into account in the VF estimation.
The VF estimation permits to estimate the grid voltage condition as long as the filter parameters are available. This can be considered feasible, since the filter should be designed as a part of the converter configuration. It should be noted that the VF estimation is based on the current measurement at the convertor side, i con , while the converter output voltage used for the VF estimation is calculated from the internal reference signals in the control system and the measured dc voltage.
Considering the structure shown in Fig. 1 and assuming that the capacitor current i cf cannot be ignored, three possible methods are investigated for including the capacitor current in the VF estimation. The first method is based on performing an estimation without additional sensors in the LCL filter. Thus, the capacitor current will be estimated from the VF at the filter capacitor. The second possible method for obtaining the capacitor current is based on using a voltage sensor to measure the capacitor voltage v f which can be used for estimating the capacitor current. Finally, the third method implements the VF estimation by means of using a direct measurement of the capacitor current. However, a brief introduction to VF estimation and the assumed control system is presented before discussing the particular implementations of the three investigated methods for VF estimation in detail.
A. Introduction to VF Estimation
Considering that the control implementation in this work is carried out in a stationary reference frame, the ideal estimation of VF can be described according to the following equation:
(1) The basis for the estimation is that the converter output voltage V conv is obtained by multiplying the dc-link voltage with the reference signal for the pulse-width modulation of the converter output voltage. However, the voltage drop caused by the conduction losses of the converter and the primary filter inductor, represented by the equivalent resistance R 1 , should be taken into account in the converter output voltage before the integration in (1) .
The VF estimation methods considered in this paper are designed to be suitable for both balanced and unbalanced conditions. Furthermore, the ideal integration in (1) can be sensitive to drift and offset in the VF estimation. Thus, the VF estimation used in this work is based on the dual second-order generalized integrator with quadrature signal generator (DSOGI-QSG) and a frequency locked loop (FLL), as proposed in [30] , [31] and [36] , [37] .
B. Frequency Adaptive of DSOGI-FLL
In this paper, the DSOGI-FLL is used for synchronization purposes, whose main operation principle and dynamic performance is presented in [38] . As it is described in the aforementioned paper, the frequency input needed by the DSOGI-QSG, used in this work, is available from the FLL output. By using the FLL, the center frequency of the SOGI resonators, and by that the overall DSOGI-QSG structure, will be automatically adapted to variations in the grid frequency. Since the SOGIs are working at the same frequencies, only one FLL will be used in this work. The input of the SOGI is the signal to be integrated, namely v. If the input signal is sinusoidal, both the direct output voltage v' and the in-quadrature signal qv' will always be sinusoidal. The two outputs from the second-order generalized integrator configured as a quadrature signal generator (SOGI-QSG) will always have the same amplitude if the input signal and the resonance frequency of the SOGI are equal.
In ac systems the frequency is a global magnitude. In this work, the FLL is responsible to make the synchronization process adaptive to the frequency changes. Nevertheless, the grid frequency is usually close to the nominal value and does not experience sudden changes. Therefore, a nominal frequency feedforward ω ff is used in order to enhance the dynamical performance of the FLL initialization. This feedforward signal is an offset which allows the integrator of the FLL to track only the deviations from the nominal grid frequency, but the DSOGI-FLL is self-adaptive and would always track the final frequency whatever it will be.
In the DSOGI, the direct output voltage v' will be in phase with the input voltage v, while qv' will lag the direct output voltage v' by 90°. The error between the input and direct output voltage is denoted as "e" and the frequency of the system is symbolized as ω'. The in-quadrature signal qv' from the SOGIQSGs provides the 90°shifted signals needed for VF estimation, and combined with the direct output signal v', the orthogonal signals required for sequence separation will be inherently available in a DSOGI-VF estimation. 
In order to understand how the system adapt to the frequency changes, it is worth to consider the behavior of the FLL by looking at the relationship between the error signal ε v and inquadrature output signal qv . The transfer function of the input signal v to the error signal ε v is given as
The Bode diagram shown in Fig. 3 is plotted for the transfer functions of E(s) and Q(s). It can be observed that the error signal and the in-quadrature output are in phase when the input frequency is lower than the SOGI resonant frequency (ω < ω'). The two signals are in counter phase when (ω > ω'). Therefore, frequency error ε f can be defined as the product of qv and ε v . The average value of the frequency error will be positive when (ω < ω'), negative when (ω > ω'), and zero when (ω = ω ). The integral controller with a negative gain, -γ can be used to make zero the dc component of the frequency error by shifting the SOGI resonance frequency ω until the value is matching with the input frequency, ω. The input frequency will in this case be directly detected by the FLL.
As shown in [38] the SOGI-QSG settling time can be calculated based on the following equation. In this case a settling time of 100 ms in front of a frequency step has been considered
By considering that the in-quadrature output of the SOGIQSGs as the VF signal and that the direct output signal v can be the considered as the derivative of the VF, two sets of 90°p hase shifted signals needed for sequence separation will be available as part of the VF estimation. Thus, the per unit (p.u.) positive sequence VF components can be described in the following equations, respectively [29] - [31] :
C. PR Current Controller for the Inner Loop Control of VSC
In order to provide a smooth tracking capability and to achieve a zero error during the steady-state condition, PR current controllers are applied for the inner current control loop of the inverter. The PR current controller can be described in ideal or nonideal cases. The transfer function of the ideal PR current controller is shown in the following equation, and can be implemented by an SOGI:
However, in practical implementations, the nonideal PR controller is normally preferred because the ideal resonant term controller could cause stability problems due to its infinite gain. The transfer function of the PR current controller considering the nonideal case is given in the following equation, where the term ω c is the bandwidth around the ac frequency of ω o [1] :
By widening or narrowing the ω c , the bandwidth can be controlled. The smaller the value of ω c , the more sensitive the filter is in front of frequency variations. In turn, K p is the proportional gain and the K r is the resonant gain of the system.
D. Current Reference Generation
The current reference generation for alpha and beta components in this work are relying on the equations stated as
The positive sequence of the estimated VF is used for calculating a current reference that will provide balanced sinusoidal currents [16] . Furthermore, the estimated capacitor current i cf is added to the current reference calculated from the VF estimated at the PCC, since the feedback signals for the current controllers is measured at the converter terminals. The reference signals for active and reactive power at the PCC are specified in (10) 
III. IMPLEMENTATION OF VF ESTIMATION WITH LCL FILTER
A. Voltage Sensor-Less VF Estimation: First Method
Differently from classical grid synchronization approaches based on processing the grid voltage measurements, the concept of VF-based synchronization relies on estimation of the grid voltage conditions without any voltage sensor at the point where the active and reactive power flow should be controlled. By means of this method, the estimation depends on the measurement of the converter-side currents i con which are later used to perform the subsequent transformations and estimations. The capacitor current i cf ,αβ will in this case be estimated based on the estimated VF at the filter capacitors. In order to avoid measuring additional currents, the grid current, i g,αβ is obtained by subtracting the estimated capacitor current from the converter current.
The estimated voltage drop across R 1 can be obtained by multiplying the converter current by R 1 , and this voltage will be subtracted from the converter output voltage before estimating the VF. Thus, without considering the PNS separation, the VF at the filter capacitors could be estimated as
where χ is the scaled VF corresponding to the voltage integral multiplied by p.u. frequency, ω pu of the system. The PNS components of the capacitor current can be attained based on the PNS components of VF estimated at the capacitor χ at the filter capacitor can be expressed as.
The estimation is continued with the compensation for the resistive voltage drop on the VF at the grid side of the LCL filter. Thus, influence from the resistive drop across the R 2 must be subtracted from the VF estimation at the filter capacitor. This is obtained by multiplying the integral of the grid current ϑ g with R 2 . Before reaching the final estimation at the grid side, the induced flux drop at the grid side must be also subtracted. The induced flux drop can be calculated by multiplying the sum of L 2 and L T by the PNSC of grid currents. In this work, the L T is considered as the transformer leakage inductance, with a value of 6% of the base impedance value. The resulting VF estimation in the stationary reference frame is given as (13) where
Fig . 4 shows an overview of the method to obtain the PNS VF components estimated at the PCC, which is applicable to all the three methods that will be described in this paper. The method for obtaining the positive sequence of the VF estimation with the subtraction of voltage drop across the resistor R 2 and the induced flux drop across inductor L 1 and L 2 as well as the inductor at the transformer is shown in a schematic in Fig. 5 . The sequence separation of the converter and the capacitor currents as well as the grid current integral are graphically represented in Fig. 6(a) , while the block diagram for obtaining the estimation of the PNS capacitor current is shown in Fig. 6(b) , respectively.
B. VF Estimation With Voltage Sensors at the Filter Capacitors: Second Method
In this second method, voltage sensors are used to measure the capacitor voltage v f . Considering that the capacitor voltage is now measured, the PNS components of the VF at the filter capacitors can be obtained directly as shown in Fig. 7 and used as input to the capacitor current estimation shown in Fig. 6(b) .
In a practical implementation, measuring the capacitor voltage is not always a significant extra cost, and voltage sensors will be commonly included in the LCL filter configuration from Fig. 1 . Thus, voltage measurements could be used for the current estimation. The voltage measurements could also be used for directly estimating the PNS VF components at the filter capacitors, but in case of voltage sensor failure an approach with VF estimation from the converter voltage and current could be more reliable. Thus, in the following it will be assumed that voltage sensors are used only for the capacitor current estimation, and not for the VF estimation at the filter capacitors. Thus, (14) are still valid for obtaining the resulting VF estimation in this case. However, the PNS VF components obtained from the voltage measurements in Fig. 7 could be compared to the estimation from the converter currents, and any deviations could be utilized for correcting the parameters of the voltage-sensor-less VF estimation.
C. VF Estimation With Additional Current Sensor to Obtain Capacitor Current: Third Method
In this method, the current sensor is used to measure the capacitor current i cf directly. Following the same implementation as in the previous two methods, the estimation of the converter output voltage as well as the PNS component of the VF estimation is based on the schemes from Figs. 4 and 5. The only difference in this case is that the block diagram of the capacitor current estimation is not necessary. This third method can be summarized by Fig. 8 , where the capacitor current appears as a direct measurement. In this method, four sets of DSOGI-QSGs and PNS estimation blocks are considered, compared to only three sets required in methods 1 and 2. Indeed, an additional set of DSOGI-QSGs with PNS estimation is required to obtain the PNS of capacitor currents as shown in Fig. 8 . The grid current integral ϑ g is still necessary, since this current is also included in the VF estimation. Following the same approach used in the previous methods, the grid current is obtained by subtracting the capacitor current from the converter current before it is integrated to obtain the PNS. In this method, the expression described in (13) is still valid for obtaining the estimated VF at the PCC.
IV. SIMULATION RESULTS OF VF ESTIMATION
Based on the structure of the investigated system shown in Fig. 1 , an overview of the complete configuration for the simulation studies is shown in Fig. 9 .
In this work, 10 kHz is selected as switching frequency and as sampling frequency for the control system of the 10 kVA converter. This switching frequency is suitable choice for this range of power, as it has a good tradeoff between sizing of passive components, resulting ripple and total losses. If the switching and sampling is higher the proposed solution would still work well. The increasing speed of microprocessors permits to fit the VF algorithm in the pipeline. In the case of this paper, even the code is not optimized, the code is executed in less than half of a cycle.
The simulation has been carried out for all the three methods that have been proposed in Section III, using the parameters listed in Table I . The design parameters listed in Table I are based on a 10 kW real power converter setup that will be later used in the experimental validation. The simulation studies have been conducted for two different scenarios.
A. Active and Reactive Power Injection
The transient and steady-state response of the system are monitored using the three VF based control methods when the active power and reactive power reference is set to P ref = 9 kW (0.9 p.u.) and Q ref = 3 kVar (0.3 p.u.). The value of K p = 7 and K r = 19 are used in both simulation and experimental. A step in the references from zero is applied at t = 0.1 s and the collected results are presented in the time domain in p.u. values.
As it can be seen in Fig. 10 the performance of the system with all the VF-based methods is good. In Fig. 10(a) , it can be seen that the positive sequence of the VF estimation in all methods is sinusoidal and balanced, as expected. In Fig. 10(b) , the 
Switching frequency 10 kHz f s Sampling frequency 10 kHz tracking capability of the PR current controller is verified, as the system is able to follow the current reference generation almost immediately when the reference step has been applied, for all the three methods. The converter currents show no transients overshoot, however, in the third method, where the capacitor current measurement is involved, there is a noticeable noise in the current as shown in Fig. 10(c) . This noise in the reference is due to the measured noise. In Fig. 10(d) , the values of active power in the time-domain match in all cases with the active power reference. Moreover, the proposed synchronization strategies are able to ensure that the active and reactive power injection to the grid is accurately controlled with only small overshoot in the measured reactive power occurring during the start-up for all the three cases. The overshoot is quickly compensated, and the system reach its steady state at approximately at t = 0.103 s. The steady-state error of the system is shown in Fig. 10(e) . These results confirm that the PR current controller used in the proposed system is able to eliminate the tracking error and achieve zero error during the steady state.
B. Change in Active and Reactive Power
Results from another simulation are presented in order to demonstrate that the system is working well when different values of active and reactive power are injected into the grid and the results of simulation is shown in Fig. 11 As similar to the results shown in Fig. 10(d) , the system is working very well for different injections of active and reactive power and it can be seen that the active and the reactive power measurements match with the respective references. In general, the presented results rely on accurate VF estimation, since the synchronization with the grid and the corresponding control of the active and reactive power injection to the PCC is based on the VF signals. A good estimation and the capability of controlling the active and reactive power injections are desirable in order for the system to respond to the variation of voltage and frequency. By using the DSOGI-FLL in the VF estimation, the system is inherently adaptive to frequency variations, and it is able to provide a very fast response. 
V. EXPERIMENTAL RESULTS OF VF ESTIMATION
The experimental setup used for the final validation consists of a 10 kVA inverter which is connected to a three-phase ac power source through an LCL filter. The inverter is powered by a dc-power supply that provides a 700 V dc-link voltage. The controller of the whole system is embedded in a dSpace1103 platform, which controls the switches of the converter through fibre-optic links. An image of the experimental setup is shown in Fig. 12(a) , while a block diagram showing the system configuration is shown in Fig. 12(b) . The parameters of the system are the same as listed in Table I and the results have been structured into SCADA layout. The SCADA layout is built using the control desk application of dSpace.
In the experimental system the overcurrent protection includes also an antisaturation block, which will ensure that the current will be always in the nonsaturated range. Saturation of the phase current waveforms should be avoided in the experiment as it may cause a current distortion larger than the expected. In any case this limitation is also necessary in real power converter, as the total harmonic distortion (THD) should be lower than 3-4% in order to comply with harmonic emission standards.
Considering the VF estimation methods explained in Section III, the approach without additional ac-side voltage or current sensors requires a more complex structure for implementation than methods 2 and 3. As this method is relying on the converter output current as the only ac-side measurement, it is also considered the most challenging one from the experimental implementation point of view. If this method works and provides similar results from the experimental plat- form as obtained from the simulations, it can be assumed that the performance of method 2 and method 3 can be assessed according to the simulation results. Thus, only results from experimental verification of method 1 will be presented.
A. Active and Reactive Power Control
The value of K p and K r used in the experimental setup are the same as ones used in the simulation. The plots in Fig. 13 show the experimental results where a power step of 0.9 p.u. of in the active power reference has been applied at t = 0.1 s. In this experiment, the reactive power reference has been set to 0 p.u.
The experimental results shown in Fig. 13 validate the simulation results shown in Fig. 10 . The results also confirm that with a stable value of the filter parameters, the accuracy of the VF estimation is ensured, providing a good basis control of the active and the reactive power at the PCC. As in the simulations, the current feedback signal is measured at the converter side. Therefore, the estimated capacitor current must be included in the calculation of the current reference, according to (10) . As it is proven in the plots, the proposed system tracks the reference with fast dynamic response and has zero steady-state error. The positive sequence of the VF estimation shown in Fig. 13(a) shows that the proposed control is able to estimate accurately the grid voltage conditions. The curves in Fig. 13(a) also show how the estimation yields a clean, balanced, sinusoidal signal with a beta component lagging the alpha component by 90°. Both signals show that the VF estimations at the grid side are free from the ripple and distortion.
A good result of VF estimation as well as a good tuning of K p and K r contributes to a good current tracking capability, avoiding any transient overshoot, as it can be concluded from Fig. 13(b) . In turn, the efficiency of VF estimation as well as accurate estimation of the capacitor current ensures balanced sinusoidal current references, as shown in Fig. 13(c) , which are appropriately synchronized to the voltages in the system. Due to the proper VF estimation, the proposed system is able to control both active and reactive power without any errors as shown in Fig. 13(d) and (e). The steady-state error shown in Fig. 13(f) proves that the PR-current controller is working as required, eliminating the steady-state error.
B. Change in Active Power Injection
Another test with different values of active power injection was carried out in order to observe the performance of the proposed system. The results obtained in this case are shown in Fig. 14 , where it can be seen that the reference step change has been set to 1 and 0.8 p.u., respectively. By observing the results shown in both Fig. 14(a) and (b) , it can be concluded that the proposed system is able to control the active power perfectly without any noticeable overshoot in the transient response. Thus, the VF estimation and the power control at grid side are working properly.
The instantaneous power theory has been used to measure the active power, without including any filter. This is the reason why the power has a small ripple, due to the inherent noise in the acquisition system boosted also by the relatively high impedance of the experimental grid. However, the harmonic content in the current is below 2% (while up to 4% is admitted) and the performance of the overall controller is not affected. Moreover, this ripple could be considered as a proof that the system is able to work even if the sensing is not perfect or if the voltage is affected by some distortion. Fig. 15(a) shows the converter currents and grid voltage waveform for the case of 7.5 kW (0.75 p.u.) power delivery. The waveform shown in Fig. 15 is used to compare the results obtained between the VF estimation at the grid side that is available on the control desk with the grid voltage shown on the oscilloscope. When purely active power is injected, the peak of the grid voltages and the peak of the converter currents are in phase. This condition can be seen clearly in Fig. 15(b) where the peak of the grid voltage U1 and the peak of the converter current I1 are exactly in phase. Fig. 16 shows both active and reactive power injections considering two different steady-state values for the active power and two different step changes in the reactive power reference. In Fig. 16(a) , the system injects 0.7 p.u. of active power, and experiences a reactive power step change of 0.4 p.u. Likewise, Fig. 16(b) shows the performance of the system when the active power is 0.8 p.u. and step of 0.2 p.u. of reactive power is produced. Based on the results obtained in Fig. 16 , it can be seen that the proposed system is able to control the active and the reactive power without any cross-coupled transients. Fig. 17 shows the waveform of converter currents and grid voltage when 6 kVar (0.6 p.u.) purely reactive power is injected to the system. When purely reactive power is injected, it can be seen that the converter current I1 lags the grid voltage U1 by approximately 90°. Considering that the system is working at 50 Hz fundamental frequency, the time for one full cycle is equal to 20 ms. Since one full cycle is equivalent to 360°, the phase displacement Δ X = 4.95 ms indicated in the figure correspond to a 89.1°phase lag [(360°× 4.95 ms)/20 ms]. By observing the results shown in Figs. 14 to 17, it can be concluded that the first method discussed in Section III has a good experimental performance, which accurately corresponds to the results from the simulations. Since this is the most complex method, among the three considered synchronization strategies, as it depends only on estimated values, it can be assumed that the performance of the other two methods can be assessed on the basis of the simulation results.
C. Change in Reactive Power Injection
Even though the grid voltage is not a global magnitude, it should be remain stable within certain limits over the electrical network. In order to ensure this condition, a precise control of active and reactive power is essential and the proposed system presented in this paper is able to provide an accurate power injection to the grid. Thus, the minor power ripple variations appearing in the results should not affect the stability of the system. 
VI. CONCLUSION
This paper has presented a comparative study of three different implementations of VF estimation for grid synchronization of a VSC with LCL filter, which permit to control the active and reactive power flow at the grid side of the filter. The results from simulation of all the three methods confirm that accurate parameters of the connection filter, as well as a good current measurement, are crucial to ensure a good estimation of the grid voltage conditions, which is necessary for controlling the active and reactive power injected to the grid at the PCC. The fast synchronization and the smooth reference tracking achieved in transient conditions have demonstrated the effectiveness of the DSOGI-VF and the PR current controller used in the proposed system.
Among the investigated methods, the VF estimation based on voltage sensor-less operation offers several advantages in terms of cost reduction and improvement of the system modularity. However, for most practical applications, the measurement of the capacitor voltages is not a significant disadvantage. This voltage measurement can provide a stable output which can contribute positively to carry out an accurate estimation of the VF at the PCC. However, when combined with VF-estimation, the synchronization method can also maintain operation in case of voltage sensor failure. On the other hand, placing a current sensor for measuring directly the capacitor current has been shown to be a less preferable solution, since the ripple current in the capacitor is very large compared to the fundamental frequency component. Thus, noise and ripple components might propagate into the control system and deteriorate the performance of the VF estimation.
The experimental verification has demonstrated that the VF approach based entirely on estimated signals for the LCL filter configuration can provide a good grid synchronization for control of the power delivered to the PCC. Among the three investigated estimation methods, this voltage sensor-less scheme was selected for validation, as it is the most complex scenario, and the achieved results permit also to validate the performance of the other two methods presented.
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